






Ericsson Group Corp. 
275 Denbeny D1: 
Lake Zurich, JL, 60047 

Date: 03/ 1 0/2021 

RE: 1032 W Irving Park 

Bensenville IL 60106 

To Whom It May Concern: 
Please be advised that our company has been awarded the Electrical Work at the above address. We intend to do the 
work that confonns to the requirements and standards of the 2014 Nationnl Electrical Code and Village of 
Bensenville Ordinance. We will be responsible for entire electrical installation including: 

Front Showroom #1 
Remove old receptacles 
Install new wnll outlets 6 pes 
Install 6 ceiling light boxes 
Install I ceiling box for nlarm 
Install light switches 4 pes 
Install exit light 
Install fi re alarm system dedicated line 

Front Showroom #2 
Remove old receptacles 
Install new wall outlets 8 pes 
Install 6 ceiling light boxes 
Install I ceiling box for alann 
Install light switches 2 pes 

Front Showroom #3 
Remove old receptacles 
Install new wrlll outlets 6 pes 
Install 6 ceiling light boxes 
Install I ceiling box for alam1 
Install light switches 4 pes 
lnstnll exit light 

Our City of Chicago regish·ation number is ECC952 I 9 

Respectfully yours, 

Macicj Dubrowski 
Ericsson Group Corp. 
Supervising Electrician 
(708)945-3071 



Date: 03/0112021 

RE: 1032 \V Irving Park 

Bensenville IL60106 

To Whom It May Concern: 

T and D Heating and Cooling 
2618 Hessing St 

River Grove, II 60171 
773 965-2770 

Please be advised that our company has been awarded the HVAC Duct Work at the above address. We intend to do the work that 
confonns to the requirements and standards. 

Front Showroom Il l 

360SQF 

Install new spiral duct system 

Showroom #2 

439 SQF 

Install 111.:w spiral duct system 

Showroom 113 

226 SQF 

Install new spiral duct system 

Please note: 

New duct work will be connected to existing furnace and other rooms where no work is performed. will be connected to existing 
duct system. 

Existing furnace: American Standard, model AUE I D 140A9601 AD. total building size is 28 16 SQF 

An air balance report is to be provide to the Village before final inspections. 

Total price S4.SOO.OO 

Respectfully yours. 

Tomasz Dziedzic 
T&D Heating and Cooling. 



1032 W Irving Park Road 

Bensenville, Illinois, 60106 

Date: 3/22/2021 

Application No. 10695 

Plan Revisions #2 

1. Please see attached plans. 

2. Color Scheme for front building elevation is going to be red, gray and 
white. COMPLETED. 

3. Applicable codes: 2015 International Building Code, 2015 

International Mechanical Code, 2015 Fuel Gas Code, 2015 International 

Fire Code, 2018 Illinois Energy Conservation Code, 2014 Illinois 

Plumbing Code, 2014 National Electrical Code, Illinois Accessibility 

Code, Village of Bensenville Ordinances. 

Comments added to drawings. 

4. Windows to be replaced on front elevation of the building with same 

size, metal frame windows, U- factors will comply with energy codes 

and will be provided once windows are ordered in. Front door will be 

replaced with same style and size, metal frame door. Please see 

attached order form and specification sheet. 



UPDATED. Please see attached window specification sheet. 

5. Entrance to the building and access will stay the same, we are not 

changing access route as well. Accessible door will apply to codes. 

COMPLETED. NO CHANGE IN ACCESS DOOR. 

6. New parapet wall framing will be attached to existing cinder block 

structure using treated braces attached to cinder block with concrete 

anchor bolts. Inside of parapet will be finished with same style roof 

membrane ( TPO), exterior of parapet wall will be finished in siding ( 

style TBD). COMPLETED 

7. Wall/rafter framing cavities to be filled with R-20 faced Insulation, 

Ceiling framing cavities to be filled with R-20 faced Insulation. All newly 

constructed walls to be filled with R-20 insulation. (There is existing 4" 

Polylso insulation on the roof). Existing ceiling, wall or floor cavities 

exposed during construction are required to be filled with insu lation. 

PARTIAL RESPONSE. REVISED. 

8. Please see attached drawings and HVAC estimate. Existing HVAC 

unit will be installed in mechanical room. 

9. Please see attached document. ADDRESSED AT THIS TIME. 

10. Lux Security {same company as previous building owner used) to 

reinstall fire alarm system. Estimate to be provided( attached ), they 

also will apply for a permit. 

Will comply with 2015 international fire code. 

11. Electrician submitted separate plans and application with the 

Village. Please see attached drawings and plans. 

12. Please see attached specification sheet for light fixtures. 

ADDED NEW COMPATIBLE DIMMER FIXTURES. 



13. Each light fixture provides 5500 lm ( lumen). There wi ll be 6 light 

fixtures in each room (showroom, office area, storage.) giving a total of 

33,000 lm ( lumens) per room. There will be occupancy PIR sensor 

installed in work proposed areas. 3 sensors 1 per room. 

Please see attached COMcheck. 

14. No additional exterior lightning to be installed. 

15. In storage area we are going to keep office documents, material 

sample handouts, material as, aluminum flashings, boxes of nails, 

boxes of screws etc, roofing materials as roofing felt, ice and water 

shield, staples, siding samples, shingle samples. 

16. Please see attached drawings. There w ill be 2 gate openings in the 

fences with panic hardware. 



1032 W Irving Park Road 

Bensenville, Illinois, 60106 

Date: 3/16/2021 

Application No. 10695 

Plan Revisions #2 

1. Please see attached plans. 
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2. Color Scheme for front building elevation is going to be red, gray and 

white. COMPLETED. 

3. Applicable codes: 2015 International Building Code, 2015 

International Mechanical Code, 2015 Fuel Gas Code, 2015 International 

Fire Code, 2018 Illinois Energy Conservation Code, 2014 Illinois 

Plumbing Code, 2014 National Electrical Code, Illinois Accessibility 

Code, Village of Bensenville Ordinances. 

Comments added to drawings. 

4. Windows to be replaced on front elevation of the building with same 

size, metal frame windows, U- factors wil l comply with energy codes 

and vvill be provided once windows are ordered in. Front door will be 

replaced with same style and size, metal frame door. Please see 

attached order form and specification sheet. 



UPDATED. Please see attached window specification sheet. 

5. Entrance to the building and access will stay the same, we are not 

changing access route as well. Accessible door will apply to codes. 

COMPLETED. NO CHANGE IN ACCESS DOOR. 

6. New parapet wall framing will be attached to existing cinder block 

structure using treated braces attached to cinder block with concrete 

anchor bolts. Inside of parapet w ill be finished with same style roof 

membrane ( TPO}, exterior of parapet wall will be finished in siding ( 

style TBD). COMPLETED 

7. Wall/rafter framing cavities to be filled with R-20 faced Insulation, 

Ceiling framing cavities to be filled with R-20 faced Insulation. All newly 

constructed walls to be filled with R-20 insulation. (There is existing 4" 

Polylso insulation on the roof). Existing ceiling, wall or floor cavities 

exposed during construction are required to be filled w ith insulation. 

PARTIAL RESPONSE. REVISED. 

8. Please see attached drawings and HVAC estimate. Existing HVAC 

unit wi ll be installed in mechanical room. 

9. Please see attached document. ADDRESSED AT THIS TIME. 

10. Lux Security (same company as previous building owner used) to 

reinstall fire alarm system. Estimate to be provided( attached), they 

also will apply for a permit. 

Will comply with 2015 international fi re code. 

11. Electrician submitt ed separate plans and application with the 

Village. Please see attached drawings and plans. 

12. Please see attached specification sheet for light fixtures. 

ADDED NEW COMPATIBLE DIMMER FIXTURES. 



13. Each light fixture provides 5500 lm ( lumen). There will be 6 light 

fixtures in each room (showroom, office area, storage.) giving a total of 

33,000 lm ( lumens} per room. There will be occupancy PIR sensor 

installed in work proposed areas. 3 sensors 1 per room. 

Please see attached COMcheck. 

14. No additional exterior lightning to be installed . 

15. In storage area we are going to keep light material as, aluminum 

drip edge flashings, boxes of nails, boxes of screws etc, no spray 

flammable items or other dangerous items will not be stored . 

16. Please see attached drawings. There will be 2 gate openings in the 

fences with panic hardware. 



1032 W Irving Park Road 

Bensenville, Illinois, 60106 

Date: 2/15/2021 

Application No. 10695 
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1. Landscaping work to be started in couple months, separate 

application will be submitted. 

2. Color Scheme for front building elevation is going to be red, gray and 

white. 

3. Applicable codes: 2015 International Building Code, 2015 

International Mechanical Code, 2015 Fuel Gas Code, 2015 International 

Fire Code, 2018 Illinois Energy Conservation Code, 2014 Illinois 

Plumbing Code, 2014 National Electrical Code, Illinois Accessibility 

Code, Village of Bensenville Ordinances. 

4. Windows to be replaced on front elevation of the building with same 

size, metal frame windows, U- factors will comply with energy codes 

and will be provided once windows are ordered in. Front door will be 

rep laced with same style and size, metal frame door. Please see 

attached order form and specification sheet. 



5. Entrance to the building and access will stay the same, we are not 

changing access route as well. Accessible door will apply to codes. 

6. New parapet wall framing will be attached to existing cinder block 

structure using treated braces attached to cinder block with concrete 

anchor bolts. Inside of parapet will be finished with same style roof 

membrane ( TPO}, exterior of parapet wall will be finished in siding ( 

style TBD). 

7. Wal l/rafter framing cavities to be filled with R-13 faced Insulation, 

Ceiling framing cavities to be filled with R-19 faced Insulation (There is 

existing 4" Polylso insulation on the roof). Existing ceiling, wall or floor 

cavities exposed during construction are required to be filled with 

insulation. 

8. HVAC unit to stay the same. We are going to have exposed spiral 

duct system installed where work is being done. We are waiting for 

proposal and agreement from a local HVAC company. 

9. Please see attached document. 

10. Lux Security ( same company as previous building owner used) to 

reinstall fire alarm system. Estimate to be provided( attached). 

11. Electrician submitted separate plans and application with the 

Village. 

12. Please see attached specification sheet for light fixtures. 

13. Each light fixture provides 5500 lm ( lumen). There will be 6 light 

fixtu ,·es in each room (showroom, office area, storage.) giving a total of 

33,000 lm ( lumens) per room. There will be occupancy PIR sensor 

installed in work proposed areas. 3 sensors 1 per room. 

14. No additional exterior lightning to be installed. 


